MIAMI-DADE MIAMI-DADE COUNTY

COUNTY PRODUCT CONTROL SECTION
DEPARTMENT OF PERMITTING, ENVIRONMENT, AND REGULATORY 11805 SW 26 Street, Room 208
AFFAIRS (PERA) Miami, Florida 33175-2474
BOARD AND CODE ADMINISTRATION DIVISION T (786) 315-2590  F(786) 315-2599
NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/pera
Behar Windows, LLC

4006 N. 30™ Avenue

Hollywood, FL 33020

ScorE:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed and accepted by Miami-Dade County PERA -
Product Control Section to be used in Miami Dade County and other areas where allowed by the Authority
Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right
to have this product or material tested for quality assurance purposes. If this product or material fails o
perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may
immediately revoke, modify, or suspend the use of such product or material within their jurisdiction. PERA
reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product Control
Section that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Code, inciuding the High Velocity Hurricane Zone. '

DESCRIPTION: Series “NOAH 30007 Aluminum Window Wall System — L.M.L.

APPROVAL DOCUMENT: Drawing No. BW-3000F, titled “Series NOAH 3000 Fixed Window/Window
Wall System (LMI)” sheets 1 through 11 of 11, dated 04/18/11, with revision #2 dated 05/21/12, prepared by
Stanton Engineering, Inc. signed and sealed by Christopher Stanton, P.E., bearing the Miami-Dade County
Product Control Revision stamp with the Notice of Acceptance number and expiration date by the Miami-
Dade County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state,
model/series, and following statement: "Miami-Dade County Product Control Approved”, unless otherwise
noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been
no change in the applicable building code negatively affecting the performance of this product.
TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change
in the materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement
of any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure
to comply with any section of this NOA shall be cause for termination and removal of NOA.
ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and
followed by the expiration date may be displayed in advertising literature. If any portion of the NOA is
displayed, then it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises NOA# 11-0427.01 and consists of this page 1 and evidence pages E-1 and E-2, as well as
approval document mentioned above.

The submitted documentation was reviewed by Manuel Perez, P.E.

NOA No. 12-0523.14
M'AM*UNTY Expiration Date: August 11,2016

Approval Date: July 19, 2012
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Behar Windows, LLC

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS

1,
2.

Manufacturer's die drawings and sections,

Drawing No. BW-3000F, titled “Series NOAH 3000 Fixed Window/Window Wall
System (L.M.L)” Sheets 1 through 11 of 11, dated 04/18/11, with revision #2 dated
05/21/12, prepared by Stanton Engineering, Inc., signed and sealed by Christopher
Stanton, P.E.

TESTS

1.

Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94

2) Uniform Static Air Pregsure Test, Loading per FBC TAS 202-94

3) Water Resistance Test, per FBC, TAS 202-94

4) Large Missile Impact Test per FBC, TAS 201-94

5) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of aluminum fixed window,
prepared by American Test Lab of South Florida, Test Report No.
ATLSF-1213.01-10, dated 02/01/11, signed and sealed by Julio E. Gonzalez, P.E.
(Submitted under previous NOA# 11-0427.01)
Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94

2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94

3) Water Resistance Test, per FBC, TAS 202-94

4) Large Missile Impact Test per FBC, TAS 201-94

5) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of aluminum fixed window,
prepared by American Test Lab of South Florida, Test Report No.
ATLSF-0908.01-10, dated 10/06/10, signed and sealed by Julio E. Gonzalez, P.E.
(Submitted under previous NOA# 11-0427.01)

CALCULATIONS:

1.

2.

Anchor verification calculations and structural analysis, complying with FBC-2007,
prepared by Stanton Engineering, Inc, dated 01/28/11, revised on 07/14/11, and
revised for compliance of FBC 2010 on 05/21/12, signed and sealed by Christopher
Stanton, P.E.

(Submitted under previous NOA# 11-0427.01)

Glazing complies with ASTM E1300-04

QUALITY ASSURANCE

1.

Miami-Dade Department of Permitting, Environment, and Regulatory Affairs (PERA)

Expiration Date: August 11,2016
Approval Date: July 19, 2012



Behar Windows, LLC

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

E. MATERIAL CERTIFICATIONS

1.

Notice of Acceptance No. 11-0624.02 issued to E.I. DuPont DeNemours & Co., Inc.
for their “DuPont SentryGlas® Interlayer” dated 08/25/11, expiring on 01/14/17.

K. STATEMENTS

1. Statement letter of conformance, complying with FBC 2010, dated May 21, 2012,
signed and sealed by Christopher Stanton, P.E.

2. Statement letter of no financial interest, dated May 21, 2012, signed and sealed by
Christopher Stanton, P.E.

3. Laboratory compliance letter for Test Report No. ATLSF-1213.01-10, issued by
American Test Lab of South Florida, dated 03/010/11, signed and sealed by Julio E.
Gonzalez, P.E.

(Submitted under previous NOA# 11-0427.01)

4, Laboratory compliance letter for Test Report No. ATLSF-0908.01-10, issued by
American Test Lab of South Florida, dated 10/06/10, signed and sealed by Julio E.
Gonzalez, P.E.

(Submitted under previous NOA# 11-0427.01)
G. OTHER
1. Notice of Acceptance No. 11-0427.01, issued to Behar Windows, LL.C for their Series

“NOAH 3000” Aluminum Window Wall System — L.M.L, approved on 08/11/11 and
expiring on 08/11/16.

Manuel Pereg;P:
Product Control Ex
NOA No. 12-0523,14
Expiration Date: August 11,2016
Approval Date: July 19,2012




BEHAR WINDOW SERIES NOAH

3000 WINDOW WALL
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BOCA RATON, FL 33431
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STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES
2701 NW BOCA RATON BLVD. SULTE 1S
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BOCA RATON, FL 33431

STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING  SERVICES
2701 Nw BOCA RATON BLWVD. SUITE 115
TEL: (561> 393-1003 FAX: (361> 393-1008
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CHART NO. 1 CHART NO. 1 CHART NO. 1
GLASS CAPACITY CHART FOR GLASS CAPACITY CHART FOR GLASS CAPACITY CHART FOR
SINGLE OPENING WINDOWS SINGLE OPENING WINDOWS SINGLE OPENING WINDOWS
PSF PSF . PSF
NOMINAL DIMS. S D NOMINAL DIMS. T NOMINAL DIMS. SN Do Y
W1 w2 ';:STT : ((:’)) w1 w2 'l'::g ' ((f)) w1 w2 |Er:(TT ((j))
26 1/2" 100.0 24" 100.0 24" | 100.0
32" 100.0 30" 100.0 30" 100.0
37" 06" 100.0 36" 100.0 36" | 1000
42" 100.0 42" 48" 100.0 42" 96" 100.0
48" 100.0 48" 100.0 48" 100.0
53 1,/8" 100.0 54" | 100.0 : 54" 100.0
26 1/2" 100.0 60" 100.0 60" 100.0
32" 100.0 24" 100.0 24" 100.0
37" |38 3/8" 100.0 30" 100.0 30" 100.0
42" 100.0 36" 100.0 36 100.0
48" 100.0 42" | 60 100.0 42" 108" 100.0
53 1/8" 100.0 48" 100.0 48" 100.0
26 1/2" 100.0 54" 100.0 54" 100.0
32" 100.0 60" 100.0 60" 100.0
37 |50 578" 100.0 24" 100.0 24" 100.0
42" 100.0 30" 100.0 30" 100.0
48" _ 100.0 36" 100.0 36" 100.0
53 1/8" 100.0 42" 72" 100.0 42" 120" 100.0
26 1/2" 100.0 48" 1000 48" 100.0
32" 100.0 54" 100.0 54" 100.0
37" 63" 100.0 60" 100.0 60" 100.0
42" 100.0 24" 100.0
48" 100.0 30" 100.0
53 1/8" 100.0 36" 1000
26 1/2" 100.0 42" 84" 100.0
32" 100.0 48" 100.0
37" 26" 100.0 54" 100.0
42" 100.0 60" 100.0
48" 100.0
53 1/8" 100.0
FORMULA FOR D.L.O.
FRAME WITH FLANGE
DATE REVISIONS D.LO. = [(W1)-5"] X [(W2)-5"]
12.22-11 REVISED ANCHOR GROUPS
5.21.12 REVISED CODE EDITION FRAME WITHOUT FLANGE

D.LO. = [(W1)-4 1/2"] X [(W2)-4 1/2"]

B3

TYPICAL ELEVATION

w2

W1

w2

/

w1

NOTE:
W1 = SHORT SIDE
W2 = LONG SIDE

WINDOW MAY BE INSTALLED VERTICALLY

OR HORIZONTALLY

BOCA RATON, FL 33431
TEL: ¢(361> 393-1003 FAX: (561> 393-1008

STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES
2701 Nw BOCA RATON BLVD, SUITE 115

MIAMI-DADE COUNTY USE ONLY

PRODUCT REVISED

as complying with the Florida
Building Code
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1 1/87 MIN. TYP.

GLASS BITE

GLASS TYPE "A"

1/4" HEAT STREN'D. GLASS;
.090" SENTRYGLAS PLUS - i:j :

]

INTERLAYER BY DUPONT '

|

O

D.L.O. WIDTH

FRAME HEIGHT (H)

/

=3 =
/9 T
_ = L
T =

. I

_ wJ

d I

I':E —
/9 T
L'J S
/I ;
. T

O o

| o

o T

WIDTH (W1) |

WIDTH (W2) ‘

CHART NO. 2 CHART NO. 2 CHART NO. 2 CHART NO. 2
GLASS CAPACITY CHART FOR GLASS CAPACITY CHART FOR GLASS CAPACITY CHART FOR GLASS CAPACITY CHART FOR
STOREFRONT / WINDOW WALL | | STOREFRONT / WINDOW WALL || STOREFRONT / WINDOW WALL | | STOREFRONT / WINDOW WALL
CONFIGURATIONS ~ PSF CONFIGURATIONS ~ PSF CONFIGURATIONS — PSF CONFIGURATIONS — PSF
NOMINAL DIMS.| GLASS TYPE "A" | { NOMINAL DIMS.| GLASS TYPE "A” | |NOMINAL DIMs.| GLASS TYPE "A” | | NOMINAL DIMS.| GLASS TYPE "A”
wi/wz | H/H1 Ext. ((f)) wi/wW2| H/H1 ol ((f)) w1/w2| H/H1 il ((f)) w1/w2| H/H1 =Xt ((f))
36" 100.0 36" 100.0 36" 100.0 36" 100.0
39" 100.0 39" 100.0 39" 100.0 39" 100.0
42" 100.0 42" 100.0 42" 100.0 42" 100.0
45" 100.0 45" 100.0 45" 100.0 45" ) 100.0
- 48" 100.0 48" 100.0 48" . 100.0 e |1 100.0
st | 100.0 51" 100.0 sim | 1% 100.0 51" 100.0
san | &7 100.0 54" | o 100.0 54" 100.0 54" 100.0
57" 100.0 57" 100.0 57" 100.0- 58" 100.0
60" 100.0 60" 100.0 60" 100.0 36" 100.0
63" 100.0 53" 100.0 83" 100.0 39" 100.0
66" 100.0 66" 100.0 36" 100.0 42" 100.0
69" 100.0 69 100.0 39" 100.0 45" . 100.0
72" 100.0 72" 100.0 42" 100.0 as | MV 100.0
36" 100.0 36" 100.0 45" 100.0 51" 100.0
39" 100.0 39" 100.0 48" ) 100.0 54" 100.0
42" 100.0 42" 100.0 51n | 108 100.0 57" 100.0
45" 100.0 45" 100.0 54" 100.0 36" 100.0
48" 100.0 48" 100.0 57" 100.0 39" 100.0
51" 100.0 51" | 99" 100.0 60" 100.0 42" 100.0
54" | 90" 100.0 54" 100.0 62" 100.0 45" | 120" 100.0
57" 100.0 57" 100.0 36" 100.0 48" 100.0
60" 100.0 60" 100.0 39" 100.0 51" 100.0
63" 100.0 63" 100.0 42" 100.0 55" 100.0
66" 100.0 66" 100.0 45" 100.0
69" 100.0 38" 100.0 48" | 111" 100.0
72" 100.0 39" 100.0 51" 100.0
42" 100.0 54" 100.0
45" 100.0 57" 100.0
NOTE: 48" 100.0 60" 100.0
GLASS CHECKED PER ASTM 51" | 102" 100.0 |
E1300—-02 AND TESTING. 54" 100.0
) FORMULA FOR D.L.O.
57 100.0
80" 100.0 FRAME WITH FLANGE
DATE REVISIONS 63" 100.0 D.L.O. = [(W1)=5"] OR [(W2)-4"] X [(H)-6"] OR [(H1)~5"]
12.22-11 REVISED ANCHOR GROUPS 65" 100.0
5.21-12 REVISED CODE EDITION FRAME WITHOUT FLANGE

S et B

D.LO. = [(W1)~4 1/2"] OR [(W2)-4"] X [(H)-5"] OR [(H1)-4 1/2"]

1/4" HEAT STREN'D. GLASS '~ -

N AN
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STANTON ENGINEERING, INC.
2701 NwW BOCA RATON BLVD. SUITE 115
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-CHART NO. 3
MULLION LOAD
CAPACITY PSF
N3002
NOMINAL DIMS. |W/ STEEL
WIDTH |HEIGHT | EXT, (+)
W) | () | INT. (=)
24" 95.0
30" 95.0
38" 95.0
42" 95.0
48" | 102" 95.0
54" 95.0
60" 95.0
66" 95.0
72" 95.0
24" | 95.0
30" 95.0
36" 95.0
42" ., 95.0
sg” | 108 95.0
54" 95.0
60" 95.0
66" 93.9
24" 85.0
30" 95.0
36" 95.0
42" 114" 95.0
48" 85.0
54" 85.0
60" 92.7
24" 95.0
30" 95.0
36" 95.0
42" | 120" 95.0
48" 95.0
54" 93.0
60" 83.7

CHART NO. 3
MULLION LOAD
CAPACITY PSF
N3002
NOMINAL DIMS. |W/ STEEL
WIDTH |HEIGHT | EXT. (+)
W) | (B) | INT. (=)
24" 95.0
30" 95.0
36" 95.0
42" 95.0
48" | 78" 95.0
54" 195.0
60" 95.0
66" | es0
72" 95.0
24" 95.0
30" 950
36" 95.0
42" 95.0
48" | 84" 95.0
54" 95.0
60" 95.0
66" 95.0
72" 95.0
24" 95.0
30" 95.0
36" 95.0
42" 95.0
48" | 96" 95.0
54" 95.0
60" 95.0
66" 95.0
72" 95.0
DATE REVISIONS
12-22-11 REVISED ANCHOR GROUPS
5-21-12 REVISED CODE EDITION

BPERE

TYPICAL ELEVATION

FRAME HEIGHT (H)

W1 . w2

WIDTH (W) = W1 + W2

2

SN

OO NN NN NN
AN )

INTERMEDIATE
VERTICAL MULLION

N3002 WITH STD.
STEEL REINFORCING

I= X in"4]S= X in"3

ALUMINUM 5.300 2.100

STEEL 3.400

1.700

TOTAL * 15.160

* Ix ALUM. + Ix STL, X 2.9
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BOCA RATON, FL 33431
TEL: (361> 393-1003 FaX: (561> 393-1008

STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES - ™~
2701 Nw BOCA RATON BLVD. SUITE 115

SERIES NOAH 3000 FIXED WINDOW
/ WINDOW WALL SYSTEM (L.M.L)

Hollywood, FI. 33020

4006 N. 30th Ave.
954-381-5560

Behar Windows LLC
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_ CHART NO. 4 : CHART NO. 4 :
ANCHOR LOAD CAPACITY — PSF ANCHOR LOAD CAPACITY — PSF
ANCHOR TYPE ANCHOR TYPE
NOMINAL DIMS.] #aq° "ag" Az NOMINAL DIMS. [ g1~ A" "
WIDTH [HEIGHT | EXT. (+) | EXT. (+) | EXT. (+) WIDTH |HEIGHT | EXT. (+) | EXT. (-+) | EXT. (+)
Wy | (H) | INT. (=) | INT. (=) | INT. (=) W) | ) | INT (=) | INT (=) | INT. (=)
24" 95,0 95.0 95.0 24" 1 820 95.0 95.0
30° 91.0 95.0 95,0 30" 86.0 95.0 95.0
36" 76.0 95.0 95.0 26" 55.0 5.0 95.0
42" 65.0 95.0 95.0 42" 47.0 94,0 95.0
48" | 78" 57.0 95.0 95.0 48" | 108" | 41.0 82.0 95.0
54" 51.0 95.0 95,0 54" 37.0 73,0 95.0
60" 48.0 91.0 95.0 60" 33.0 66.0 95.0
66" 42.0 83.0 95.0 86" 30.0 60.0 90.0
72" 38.0 76.0 95.0 72" 27.0 56.0 82.0
24" 95.0 95.0 95.0 24" 78.0 95,0 95.0
30" 850 | 95.0 95.0 30" 82.0 85.0 95.0
36" 71.0 95.0 95.0 36" 52.0 95.0 95.0
42" 61.0 95.0 95.0 42" 45.0 89.0 95.0
48" | ga” 53.0 95.0 95.0 48" | 1147 | 30.0 78.0 95.0
54" 47.0 94.0 95,0 54" 35.0 69.0 95.0
60" 42.0 85.0 95.0 60" 31.0 62.0 94.0
66" 39,0 77.0 95.0 66" 28.0 57.0 85.0
72" 35.0 71.0 95.0 72" 26.0 52.0 78.0
24" 93.0 95.0 95.0 24" 74.0 95.0 95.0
30" 74.0 95.0 85.0 30" 59.0 85.0 95.0
36" 62.0 95.0 95.0 36" 49.0 95.0 95.0
42" 53.0 95.0 95,0 42" 42.0 85.0 95.0
48" 9" 46.0 93.0 95.0 48" 120" 37.0 74.0 95.0
54" 41,0 82.0 95.0 54" 33.0 66.0 95.0
60" 37.0 74.0 95.0 60" 30.0 59.0 89.0
66" 34.0 67.0 95.0 66" 27.0 54.0 81.0
72 31.0 62.0 93.0 72" 25.0 49.0 74.0
1.

DATE REVISIONS | "

12-22-11 REVISED ANCHOR GROUPS 5"i 11" 6"

5.21.12 REVISED CODE EDITION -

S SNE

"Aq H, "B1 "’ "C1 12

INTERMEDIATE
HORIZONTAL

INTERMEDIATE
HORIZONTAL -\

FRAME HEIGHT (H)

\\
FRAME HEIGHT (M)

W1

W2 | W1

WIDTH (W)} = W1 + W2
: 2

TYPICAL ANCHOR CLUSTERS

|
1
SI

"Az"’ "Bz", ”C2”

nA1 "
nAzn

nAS"

-
.
.
"oy
vep"

"ogn

WIDTH (W) = W1 (JAMB)

ANCHOR TYPES: SEE SHEET 4 FOR DESCRIPTION

~ (1) ANCHOR TYPE "A" AT EA. SIDE OF MULLION OR JAMB
— (2) ANCHORS TYPE "A" AT EA. SIDE OF MULLION OR JAMB
— (3) ANCHORS TYPE "A" AT FA. SIDE OF MULLION OR JAMB
— (1) ANCHOR TYPE "B" AT FA. SIDE OF MULLION OR JAMB
- (2) ANCHORS TYPE "B” AT EA, SIDE OF MULLION OR JAMB
— (3) ANCHORS TYPE "B" AT EA. SIDE OF MULLION OR JAMB
— (1) ANCHOR TYPE "C" AT EA. SIDE OF MULLION OR JAMB
— (2) ANCHORS TYPE "C" AT EA. SIDE OF MULLION OR JAMB
— (3) ANCHORS TYPE "C" AT EA. SIDE OF MULLION OR JAMB

ALL OTHER ANCHORS TGO BE SPACED AS PER ELEVATION

STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES
2701 NW BOCA RATON BLVD. SUITE 115
BOCA RATON, FL 3343t
TEL: ¢S61> 393-1003 FAX: (361> 393-1008

Hollywood, FI. 33020

4006 N. 30th Ave.
954-381-5560

Behar Windows LLC

SERIES NOAH 3000 FIXED WINDOW
FWINDOW WALL SYSTEM (L.M.L)

MIAMI-DADE COUNTY USE ONLY

PRODUCT REVISED
as complying with the Flogida
Building Code
Acceptance No | Z2-0p55
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CHART NO. 4 CHART NO., 4 | CHART NO. 4 CHART NO. 4 SO
ANCHOR LOAD CAPACITY — PSF ANCHOR LOAD CAPACITY -~ PSF ANCHOR LOAD CAPACITY — PSF { ANCHOR LOAD CAPACITY — PSF. . 7
ANCHOR TYPE ANCHOR TYPE ANCHOR TYPE ANCHOR TYPE  .-i::t
NOMINAL DIMS.[ »g7~ "B 53" NOMINAL DIMS.[ g1~ Eg 3" NOMINAL DIMS.[  »gq "og” o3 NOMINAL DIMS. [ gy "2 e |
WIDTH |HEIGHT | EXT. (+) | EXT. (+) | EXT. (+) WIDTH |HEIGHT | EXT. (+) | EXT. (+) | EXT. (+) WIDTH |HEIGHT | EXT. (+) | EXT. (+) | EXT. (+) WIDTH |HEIGHT | EXT. (+) | EXT. (+) | ExT. (‘+)'_:jf : -Qﬂﬁ'fgg;gégfg%g{;;‘
(W) (H) | INT. (=) | INT. (=) | INT. (=) w) (H) | INT. (=) | INT. (=) | INT. (=) (W) (H) | INT. (=) | INT. (=) | INT. (=) (W) (H) | INT. (=) | INT. (=) | INT. (=) T
24" 95.0 95.0 95.0 24" 88.0 95.0 95.0 24" 95.0 95.0 95.0 24" 90.0 95.0 950 | [TeoiT
30" 95.0 95.0 95.0 30" 70.0 95.0 95.0 30" 95.0 95.0 95.0 30" 72.0 95.0 95.0 2 ©
36"7 81.0 95.0 95.0 38" 59.0 95.0 95.0 36" 83.0 95.0 95.0 36" | 60.0 95.0 85.0 , E 2 g
42" | 69.0 | 850 95.0 42" 50.0 - 95.0 95.0 42" 71.0 95.0 95.0 42" 51.0 | 95.0 95.0 %ﬁ E g
48" | 78" 81.0 950 95.0 48" | 108" 440 | 88.0 95.0 48" | 78" 620 | 950 95.0 48" { 108" 45.0 90,0 95.0 i’ 2 ZE 5
54" | 540 95.0 - 85.0 54" 39.0 78.0 95.0- 54" ~ B5.0 95.0 95.0 54" 40.0 80.0 95.0 EE §§@
60" 49.0 95.0 95.0 60" 350 | 700 95.0 80" 50.0 95.0 95.0 80" 36.0 72.0 95.0 = = J X
86" | - 44.0 88.0 | 95.0 66" | 320 64.0 95.0 66" : 45.0 90.0 95.0 66" 33.0 65.0 95.0 Eg Ezf”
72" 41.0 81.0 95.0 72" 29.0 59.0 88.0 72" 41.0 83.0 95.0 72" 30.0 60.0 90.0 = %’ 5 E%
24" 95.0 95.0 95.0 24" 83.0 95.0 85.0 | 24" 85.0 95.0 95.0 24" 85.0 95.0 85.0 oz ézé
30" 0.0 95.0 95.0 30" 870 | 950 95.0 |30 | s20 95.0 95.0 30" 68.0 95.0 95.0 o= mEo
36" 75.0 95.0 95.0 36" 55.0 95.0 95.0 38" 77.0 95.0 95.0 36" 57.0 95.0 95.0 E% 2 %
42" 64.0 95.0 95.0 42" 48.0 95.0 95.0 42" 66.0 95.0 95.0 42" 49.0 95.0 95.0 wn E s
48" B4" 56.0 95.0 95.0 48" 114" 42.0 83.0 85.0 48" 84" 58.0 95.0 95.0 48" 114" 43.0 85.0 85.0 E “ E
547 50.0 95.0 95.0 54" 37.0 74.0 93.0 54" 51.0 985.0 85.0 54" 38.0 76.0 95.0
60" 45.0 90.0 95.0 60" 33.0 67.0 85.0 60" 46.0 92.0 95.0 80" 34.0 68.0 95.0
66" 41,0 82.0 95.0 66" 30.0 60.0 81.0 66" 42.0 84.0 95.0 66" 31.0 62.0 83.0 %: 9 .
72" 38.0 75.0 95.0 72" 28.0 55.0 83.0 72" 38.0 77.0 95.0 72" 28.0 57.0 85.0 2 E j g %
24" 95.0 95.0 95.0 24" 79.0 95.0 95.0 24" 95.0 95.0 95.0 24" 81.0 95.0 95.0 z 5 gi g S
30" 79.0 95.0 95.0 30" 63.0 95.0 95.0 30" 81.0 95.0 95.0 30" 65.0 85.0 95.0 @ (‘,"_; E =] g 8
38" 66.0 95.0 95.0 36" 53.0 95.0 95.0 38" 67.0 95.0 95.0 36" 54.0 95.0 95.0 E?f-’ <z %%
42" 56.0 95.0 95.0 42" 45.0 90.0 95.0 42" 58.0 95.0 95.0 42" 46.0 92.0 95.0 S - Eg = %
48" | ogg" 49.0 95.0 95.0 48" | 120" 40.0 79.0 95.0 48" 96" 51.0 95.0 95.0 48" | 120" 40.0 81.0 95.0 ; ";1 s¥T®
54" 44.0 88.0 95.0 54" 35.0 70.0 95.0 54" 45.0 90.0 85.0 54" 36.0 72.0 95.0 EZ)’: = m
80" 40.0 79.0 95.0 60" 32.0 63.0 95.0 60" 40.0 81.0 95.0 60" 32.0 65.0 95.0 o 8
66" 36.0 72.0 95.0 66" 29.0 57.0 86.0 66" 37.0 73.0 95.0 66" 129.0 59.0 88.0 HEJ %
72" 33.0 66.0 95.0 72" 26.0 53.0 79.0 72" 34.0 67.0 85.0 72" 27.0 54.0 . 81.0 " =
SCALE: NOTED
MIAMI-DADE COUNTY USE ONLY IJD::\I:NBY: 4”?;;
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3.000"

0.125"

0.250" 0.250"

1.203”

3.0007

0.1258" & —

0.078"

(1) N3001 — HEAD/SILL/JAMB

3.000"
: 0.125"
2 n

0.250" 0.250"| | ©
:O RJL {J -
2 B Yo ¥ —
o

0.078"

N3001 (ALT.) — HEAD/SILL/JAMB

4,500"

1.414"

0.062"

1.296" |

0.078"
i iz .
5 @]} 0.125" - g
2 0.250" 0.250 2
<+ 0.125" (@) -
15 15 [A]

(2) N3002 ~ MULLION/INT. HORIZONTAL

| 2.038" |

(3) N3003 ~ GLASS STOP

i

| 2.468"

() B - SHEAR BLOCK

»

1‘%

I 3.987" |

(5) B2 - SHEAR BLOCK

T

(8) SHEAR BLOCK FASTENER

e

(7) MULL SHEAR BLOCK ANCHOR

S—

[=————-

ASSEMBLY SCREW

§

(9) GLAZING GASKET

0.375"
| }
i :i_o.zso"

GLAZING TAPE

STANTON ENGINEERING, INC.
2701 Nw BOCA RATON BLWVD, SUITE 115

0.625"

1
:to.zso"

(1) SETTING BLOCK

STRUCTURAL ENGINEERING SERVICES 7| i3
BOCA RATON, FL 33431
TEL: (5610 393-1003 FAX: (561y 393-1008
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SCALE: NOTED

4.000" MATERIALS LIST
2.750" ITEM NO. PART NO. QUANTITY DESCRIPTION MATERIAL MANF. /SUPPLIER /REMARKS
i @ N3001 AS REQ'D. HEAD/JAMB/SILL ALUM. ALLOY 6063-T6 BEHAR WINDOWS
| ;0.250" 1A N3001 (ALT. AS REQ'D. EQ. LEG HEAD/JAMB/SILL ALUM. ALLOY 6063-T6 BEHAR WINDOWS
0-3701: N \\\\§\\§\|\I\o :}0\ 5 N30(§2 : AS REQ'D. MULLION/INTERMEDIATE HORIZONTAL | ALUM. ALLOY 6063-T6 BEHAR WINDOWS
| 2 750" ‘I’ ® N3003 AS REQ'D. GLASS STOP ALUM. ALLOY 6063-T6 'BEHAR WINDOWS
' @ B1 AS REQ'D. HEAD/SILL SHEAR BLOCK ALUM, ALLOY 8063-T6 BEHAR WINDOWS
® B2 AS REQ'D. INT. HORIZONTAL SHEAR BLOCK | ALUM, ALLOY 6063-T6 BEHAR WINDOWS :
® st 2/SHEAR BLOGK |#8-32 x 1/2° PH THREAD CUTTING STAINLESS STEEL MIAMI-DADE COUNTY USE ONLY
@ s2 2/SHEAR BLOCK |#10-24 x 5" PHPMS W/ HEX NUT STAINLESS STEEL PRODUCT REVISED
(3 STEEL REINFORCING $3 2/SHEAR BLOCK #12-24 x 2 1/2" THPMS STAINLESS STEEL gﬁ;;;ﬁﬂ%‘;%f‘“‘“”‘““‘“
o Tomme Y (3®) RG12100 AS REQ'D. GLAZING GASKET NEOPRENE C.R. LAURENCE Q:fgﬁg;en";fe] ﬁé
N EVISED ANGHOR GROUPS V~2108 AS REQ'D. GLAZING TAPE 3/8" x 1/4" VINYL FOAM NORTON o M
N REVISED GODE EDITION 3) SB584 2/LITE SETTING BLOCK (9/16" GLASS) 2" x 5/8" x 1/4" C.R. LAURENCE NhawEbads Product
A\ 42 SSG4000AC AS REQ'D. GLAZING COMPOUND GENERAL ELECTRIC
78\ a3 5T AS REQ'D. STEEL REINFORCING A36
5\

DATE: 41811
DRAWN BY: bal

CHECKED BY: C.8.
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- | CHIRISTOPHER STANTON;
| RAPE #eeye. < .
i ]
RN

TYPICAL INTERMEDIATE HORIZONTAL
TO MULLION DETAIL

STANTON ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES : I

2701 NW BOCA RATON BLVD. SUITE 115

BOCA RATON, FL 33431
TEL: (361> 393-1003 FAX: (561> 393-1008
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